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System No. C-AJ-2535
T Ratings - 0 Hr
F Rating - 3 Hrs

]

SECTION A-A

CONCRETE FLOOR ASSEMBLY

THROUGH PENETRANT

ABESCO CT 120/R CABLE TRANSIT

ABESCO CP 310 FR ACRYLIC INTUMESCENT CAULK




